REPEAT OSHA VIOLATIONS USMC THROUGH 4TH QUARTER FY-15

Installation Open Conf. | Inspection | Violation Standard Cited Description MARCORPS OSH Reference Abatement Date| Max Private
Inspection Type Type Sector Penalty
Date

Marine Depot 1/13/2015 Planned Repeat 1910.23(c )(1) Guarding floor and wall openings and holes.[NAVMC DIR 5100.8, Chapter 8, Citation $70,000
Production Plant "Protection of open-sided floors, platforms, |Federal and State Occupational Safety Issuance:
Barstow and runways." Every open-sided floor or and Health Inspections and 06/03/2015
Maintenance Center, platform 4 feet or more above adjacent floor or |Investigations at Federal and Abatement Date:
Bldg 573cwc 200, Po ground level shall be guarded by a standard Contractor Workplaces on Marine 06/29/2015
Box 110880 Barstow, railing (or the equivalent as specified in Corps Installations; Chapter 10, Close Case
CA 92311 paragraph (e)(3) of this section) on all open Prevention and Control of Work Center Date:

sides except where there is entrance to a ramp, |Hazards (OPEN)

stairway, or fixed ladder. The railing shall be

provided with a toeboard wherever, beneath the

open sides.
Marine Depot 1/13/2015 Planned Repeat 1910.242(b) Hand and portable powered tools and NAVMC DIR 5100.8, Chapter 8, Citation $70,000
Production Plant equipment, general. Compressed air used for |Federal and State Occupational Safety Issuance:
Barstow cleaning. Compressed air shall not be used for |and Health Inspections and 06/03/2015
Maintenance Center, cleaning purposes except where reduced to Investigations at Federal and Abatement Date:
Bldg 573cwc 200, Po less than 30 p.s.i. and then only with effective  |Contractor Workplaces on Marine 06/29/2015
Box 110880 Barstow, chip guarding and personal protective Corps Installations; Chapter 10, Close Case
CA 92311 equipment. Prevention and Control of Work Center Date:

Hazards (OPEN)
Marine Depot 1/13/2015 Planned Repeat 1910.303(b)(2) General. Examination, installation, and use |NAVMC DIR 5100.8, Chapter 8, Citation $70,000
Production Plant of equipment -- Installation and use. Listed |Federal and State Occupational Safety Issuance:
Barstow or labeled equipment shall be installed and used|and Health Inspections and 06/03/2015
Maintenance Center, in accordance with any instructions included in |Investigations at Federal and Abatement Date:
Bldg 573cwc 200, Po the listing or labeling. Contractor Workplaces on Marine 06/29/2015
Box 110880 Barstow, Corps Installations; Chapter 10, Close Case
CA 92311 Prevention and Control of Work Center Date:
Hazards (OPEN)

Marine Depot 1/13/2015 Planned Repeat 1910.303(b)(7)()) |General. Installation and use. Mechanical [NAVMC DIR 5100.8, Chapter 8, Citation $70,000
Production Plant execution of work. Electric equipment shall be |Federal and State Occupational Safety Issuance:
Barstow installed in a neat and workmanlike manner. and Health Inspections and 06/03/2015
Maintenance Center, Unused openings in boxes, raceways, auxiliary |Investigations at Federal and Abatement Date:
Bldg 573cwc 200, Po gutters, cabinets, equipment cases, or housings (Contractor Workplaces on Marine 06/29/2015
Box 110880 Barstow, shall be effectively closed to afford protection Corps Installations; Chapter 10, Close Case
CA 92311 substantially equivalent to the wall of the Prevention and Control of Work Center Date:

equipment. Hazards (OPEN)
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Marine Depot
Production Plant
Barstow
Maintenance Center,
Bldg 573cwc 200, Po
Box 110880 Barstow,
CA 92311

1/13/2015

Planned

Repeat

1910.304(b)(4)(ii)(B)

Wiring design and protection. Branch
circuits -- Outlet devices. Outlet devices shall
have an ampere rating not less than the load to
be served and shall comply with the following
provisions: Receptacle outlets shall comply with
the following provisions: Receptacle outlets
shall comply with the following provisions:
Where connected to a branch circuit supplying
two or more receptacles or outlets, a receptacle
may not supply a total cord- and plug-connected
load in excess of the maximum specified in
Table S-4;

NAVMC DIR 5100.8, Chapter 8,
Federal and State Occupational Safety
and Health Inspections and
Investigations at Federal and
Contractor Workplaces on Marine
Corps Installations; Chapter 10,
Prevention and Control of Work Center
Hazards

Citation
Issuance:
06/03/2015

Abatement Date:

06/29/2015
Close Case
Date:
(OPEN)

$70,000
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